SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER

PUBLIC WATER
SYSTEM NAME: Webb County Water Utility

Summary Page

PLANT NAME
OR NUMBER: Rio Bravo

PWS ID No.: 2400022
Plant ID No.: 20831

Report for

the Month of: September 2018

Operator's Signature:

Certificate No. & Grade:

| certify that | am familiar with the information contained in this report and that,
to the best of my knowledge, the informadjon is true, complete, and accurate.

e

W80012772, B

October 10, 2018

Date:

TREATMENT PLANT PERFORMANCE

Total number of turbidity readings:

Percentage of readings above this limit:

99 Number of 4-hour periods when plant was off-line: 81
Number of readings above 0.10 NTU: 9 Number of 4-hour periods when plant was on-line
Number of readings above 0.3 NTU: 0 but turbidity data was not collected: 0
Number of readings above 0.5 NTU: 0 Number of days when plant was on-line
Number of readings above 1.0 NTU: 0 but individual filter turbidity data was not collected: 0
Maximum allowable turbidity level: 0.3 Number of days with readings above 1.0 NTU: ij] (2)

[ 00]%m

[ ow

Number of days with readings above 5.0 NTU:

Bin Class: 2 Crypto Credit Required: 4.0 (7TA) Crypto Credit Achieved: 45 (7B) Bin 38&4 Credits: 1.0 (7C)
Watershed Protection: 0.0 Conventional Treatment: 3.0 Second Stage Filtration: 0.0
Bank Filtration: 0.0 Enhanced Filter Performance: 0.5 uv: 1.0
Presedimentation with Coagulation: 0.0 Bag and Cartridge Filtration: 0.0 Ozone, Chlorine Dioxide: 0.0
Two-Stage Lime Softening: 0.0 Membrane Filtration: 0.0 Perform. Demonstration; 0.0
Number of days with low Inactivation (including Average log inactivation (including UV) for Giardia: 6.99
UV) for no more than 4.0 consecutive hours: 0 Average log inactivation) (including UV) for viruses: 129.10
Number of days with low inactivation (including Number of days when profiling data was not collected: 0
UV) for more than 4.0 consecutive hours: m (4) Number of days when CT data was not collected: o
Minimum disinfectant residual required leaving the plant: 0.6  mg/lL, measured as Total Chlorine
Number of days with a low residual Minimum pH In the last disinfection zone: 6.60
for no more than 4.0 consecutive hours: 0 Number of days with pH below 7.0 in the last disinfection zone: 11.00
Number of days with a low residual Number of days when disinfectant residual
for more than 4.0 consecutive hours: |:J] (5) leaving the plant was not properly monitored: 0

DISTRIBUTION SYSTEM

Minimum disinfectant residual required In distribution system:

Total number of readings this month: 40  (atleast 30 required) (8)

IAverage disinfectant residual value: 2.1 Percentage of readings with a low residual this month: % (6A)
Number of readings with a low residual: 0

Number of readings with no detectable residual: 0 Percentage of readings with a low residual last month: % (6B)

0.5 mg/L, measured as Total Chlorine

ADDITIONAL REPORTS & WORKSHEETS

Additional report(s) for individual filter monitoring required:

No additional IFE Reports are required this month,

The Page 1 Addendum (Public Notices) Is not required because there were no treatment technique or monitoring/reporti

Additional report(s) for individual filter monitoring submitted:

ng violations reported.
(O Filtar Assessmant
O Filter Assessment (10)

O Filter Profila
O Filter Profile (9)

® NONE
@ NONE

O cPE
O cPE (11)

P.2-Turblidity Data P.3-Filter Data P.485-Disinfection Data P.6-TOCMOR P.7-TOC ACC
< - UV-CDA UV-Sensor Data UV-UVT Analyzer

Settled Water Maximum turbidity reading: 8.40 NTU Average turblidity value: 247 NTU
Stastical Minimum turbidity reading: 0.36 NTU Standard deviation: 1.448 NTU
Summary 95" percentile value: 5.14 NTU

IFE Maximum IFE turblidity reading: 0.00 NTU Average IFE turbidity value: 0.05 NTU
Stastical Minimum IFEturbidity reading: 0.24 NTU Standard deviation: 0.093 NTU
Summary 95™ percentile IFE value: __ 0.04 NTU -

CFE Maximum CFE turbidity reading: 0.18 NTU Average CFE turbidity value: 0.09 NTU
Stastical Minimum CFE turbidity reading: 0.04 NTU Standard deviation: 0.018 NTU
Summary 95" percentile CFE value: __0.11 NTU

Last Zone pH Maximum pH reading: 7.69 pH Average pH value: 7.09 pH
Stastical Minimum pH reading: 6.60 pH Standard devlation: 0.222 pH
Summary 95™ percentile value: 7.46 pH
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SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

Turbidity Data Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Connections: 1,942
Month: September Year: 2018 Population: 8,797
i : PERFORMANCE DATA
Raw Treated RAW WATER SETTLED WATER TURBIDITY
Water Water ANALYSES (Optional Data) FHRHED WATER QUALITY
Pumpage Pumpage Basin No. Combined Filter Effluent Turbidity Lowest
Date (MGD) (MGD) NTU Alk. 1 2 3 4 5 6 NTU1 | NTU2 | NTU3 | NTU4 | NTU5 | NTU6 ] Residual TimeH
1 1178 0.751 12 120 28 26 0.05 X 0.07 0.06 0.08 0.07 1.1
2 1.049 0.612 9 120 34 35 0.07 X 0.09 0.07 0.08 0.09 0.9
3 1.006 0.638 7 120 33 0.9 X X 0.07 0.07 0.08 X 038
4 1.116 0612 8 120 5.1 13 0.09 X X 0.10 0.10 0.10 0.6
5 0.997 0.657 18 120 0.6 3.5 X X X 0.10 0.10 0.12 0.9
6 0.851 0.685 18 120 1.9 2.0 X X 0.11 0.10 0.10 0.10 0.8
7 0.992 0.565 9 120 34 24 0.11 X X 0.08 0.08 0.08 1.7
8 0.930 0.580 12 120 29 27 X X 0.07 0.08 0.07 0.07 20
9 0.775 0.509 16 120 31 53 X X X 0.06 0.06 0.06 16
10 0.643 0.562 17 120 3.0 26 X X 0.08 0.1 0.10 X 1.9
11 0.942 0.521 24 120 31 2.9 0.11 X X X 0.08 0.08 1.9
12 0.766 0.587 19 120 35 29 0.08 X X 0.08 0.08 0.08 18
13 1.059 0.561 21 120 59 1.7 0.08 X X 0.08 0.08 0.07 2.0
14 1.009 0.579 28 120 51 1.1 X X 0.10 0.06 0.07 0.04 19
16 0.917 0.528 50 120 8.4 1.2 0.09 X X X 0.09 0.09 1.3
16 0.819 0.568 65 120 04 1.7 0.09 X X X 0.10 0.10 1.8
17 0.829 0.547 60 120 3.0 19 X X X 0.18 0.10 0.10 1.9
18 0.834 0.571 24 120 28 23 X X X 0.09 0.09 0.09 20
19 0.911 0.535 34 120 1.7 14 X X X 0.10 0.10 0.10 1.9
20 0.830 0.494 39 120 1.2 16 X X X 0.10 0.10 0.10 18
21 0.966 0.539 39 120 0.9 1.5 X X 0.09 0.07 0.09 0.08 1.7
22 0.767 0.468 N 120 0.5 21 X X X 0.07 0.07 0.08 1.2
23 0.784 0.540 33 120 04 15 X X X X 0.07 0.08 12
24 0.822 0.555 31 140 24 26 X X X 0.10 0.10 0.10 1.7
25 0.729 0.486 41 140 2.0 1.4 X X X X 012 0.11 1.6
26 0.866 0.617 69 140 26 15 X X X 0.10 0.11 0.10 22
27 0.732 0.514 69 140 20 11 X X X 0.10 0.10 0.10 1.7
28 0.730 0.516 79 140 32 1.3 X X X 0.10 0.08 0.08 20
29 0.745 0.503 44 140 3.2 18 X X X 0.09 0.08 0.08 13
30 0.755 0.566 44 140 51 1.7 X X X 0.10 0.08 X 1.6
31
Total 26.349 16.966 Max 84 53 NOTE: ONLY use the "Time*" column to show the length of time that the
Avg 0878 0566 Avg 29 21 :lil:;et:mtlxzﬁiual entering the distribution system fell below the
Max 1.178 0.751 I95(h % 5.5 3.5
Min 0.643 0.468 04 | o9
l%th percentile based on data from all basins 5.1
1= Certificate No.
SUBMITTED BY: ; oM4 4 _6:,,, rj{’l J R. and Grade: WS0012772, B Date: _ October 10, 2018
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SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

Filter Data Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018
PERFORMANCE DATA
INDIVIDUAL FILTER TURBIDITY
Filter No. 1 Filter No. 2 Filter No. 3 Filter No. 4 Filter No. 5 Filter No. 6 Filter No. 7 'F?Iter No. 8 Filter No. 9 Filter No. 10
Date Max | 4Hrs || Max | 4Hrs || Max [ 4Hrs || Max | 4Hrs | Max | 4Hrs || Max | 4Hrs | Max | 4Hrs || Max | 4Hrs || Max | 4Hrs | Max | 4Hrs
1 0.07 0.12 0.11 0.08
2 0.08 0.17 0.09 0.07
3 0.07 0.1 0.09 0.07
4 0.07 0.11 0.09 0.06
5 0.07 0.08 0.09 0.24
6 0.08 0.10 0.09 0.06
7 0.05 0.08 0.11 0.05
8 0.05 0.14 0.11 0.05
9 0.05 0.08 0.11 0.05
10 0.07 0.08 0.09 0.07
11 0.06 0.08 0.10 0.07
12 0.07 0.08 0.10 0.05
13 0.06 0.08 0.12 0.11
14 0.06 0.10 0.12 0.18
15 0.07 0.13 0.12 0.07
16 0.07 0.15 0.11 0.08
17 0.08 0.19 0.18 0.08
18 0.08 0.10 0.09 0.09
19 0.08 0.07 0.10 0.06
20 0.08 0.07 0.17 0.06
21 0.08 0.24 0.16 0.08
22 0.08 0.06 0.10 0.07
23 0.06 0.06 0.08 0.06
24 0.07 0.09 0.10 0.14
25 0.08 0.09 0.10 0.08
26 0.08 0.09 0.10 0.07
27 0.06 0.12 0.1 0.10
28 0.06 0.08 0.11 0.06
29 0.08 0.16 0.12 0.08
30 0.10 0.09 0.21 0.07
31
Filter No.
5 Criteria 1 2 3 4 5 6 7 8 9 10 Plant
E Number of days with event(s) above 0.5 NTU at 4.0 hrs this month
§ Number of days with event(s) above 1.0 NTU this month 0 0 0 0
3 Number of days with event(s) above 1.0 NTU last month 0 0 0 0
g Number of days with event(s) above 1.0 NTU two months ago 0 0 0 0
E Total number of days with event(s) above 1.0 NTU in three months 0 0 0 0
8 Number of events ahove 2.0 NTU this month
2 | Number of events above 2.0 NTU last month
‘qz; Does the filter/plant have an approved Corrective Action Plan? N N N N N
g Is the plant required to submit a Filter Profile Report? N N N
0 Is the plant required to submit a Filter Assessment Report? N N N
Is the plant required to submit a Request for Compliance CPE? N
T Certificate No.
SUBMITTED BY: ; dmags _4,,. Y ),, 2 A, and Grade: WS0012772, B Date:  October 10, 2018
TCEQ - 00102D-MGD (Rev. 08-09-17) PAGE 3 SWMOR-AIt



SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
Disinfection Data Page

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018

DISINFECTION PROCESS PARAMETERS

APPROVED CT STUDY PARAMETERS PERFORMANCE STANDARDS
Disinfection Zones Log Inactivations
Parameters DiA DiB D2 D3 D4 Giardia lamblia Cysts Viruses
Flow Rate (MGD) 1.250 1.250 0.625 1.250
0.5 2.0
Tio (minutes) 7.9 7.9 21.0 50.4
PERFORMANCE DATA PERFORMANCE DATA &
DISINFECTION PROCESS DATA DISINFECTION PROCESS DATA
C Flow Temp Giardia Virus Inact. c Flow Temp Giardia Virus Inact.
Date} Disinfectant | (mg/L) | (MGD) | (°c) pH Log Log Ratio | Timed Date | Disinfectant | (mg/L) | (MGD) | (°C) pH Log Log Ratio | Timed
FCL D1A 16 0.781 284 74 FCL D1A 1.0 0.693 272 7.2
FCL D1B 1.6 0.781 286 6.9 FCL D1B 0.8 0.693 271 7.2
1 FCL D2 1.8 0.390 281 7.0 8.40 217.15)| 16.80 9 FCL D2 1.0 0.346 283 71 5.81 13256 11.61
CLA D3 27 0.781 289 6.9 (G) CLA D3 28 0.693 279 6.9 : (G)
D4 D4
FCL D1A 1.7 0.781 29.0 73 FCL D1A 1.2 0.680 244 T4
FCL D1B 1.6 0.781 286 71 FCL D1B 1.0 0.680 240 73
2 FCL D2 1.8 0.390 26.8 7.2 7.47 201.22|| 1493 10 FCL D2 1.4 0.340 233 7.2 5.23 127.40{ 10.46
CLA D3 26| 0781| 290| 68 (G) CLA D3 25 0680 248| 72 (G)
D4 D4
FCL D1A 1.8 0.819 28.0 6.9 FCL D1A 14 0.648 26.9 7.2
FCL D1B 1.9 0.819]| 29.0 7.0 FCL D18 15 0.648| 26.1 7.2
3 FCL D2 1.7 0.409 28.0 7.0 7.48 197.51 14.95 " FCL D2 1.8 0.324 25.0 71 8.34 20682 16.69
CLA D3 13 0.819 28.0 6.8 (G) CLA D3 36 0.648 257 7.0 (G)
D4 D4
FCL D1A 1.2 0.807 270 7.0 FCL D1A 14 0.649 256 7.3
FCL D1B 1.1 0.807 27.0 6.4 FCL D1B 1.7 0.649 25.7 7.3
4 FCL D2 1.3 0.403 27.0 6.8 6.00 13565 11.99 12 FCL D2 1.7 0.324 258 71 8.06 19748 16.13
CLA D3 19 0.807 27.0 6.6 (G) CLA D3 38 0.649 259 70 (G)
D4 D4
FCL D1A 1.4 0.771 29.0 7.0 FCL D1A 0.5 0.746 25.2 7.3
FCL D1B 16 0.771| 29.0 71 FCL D1B 0.5 0.746| 245 7.2
5 FCL D2 141 0.385 29.0 6.9 6.37 15429 12.73 13 FCL D2 0.2 0.373 23.8 7.0 234 29.10 4.67
CLA D3 14 0.771 28.0 6.7 (G) CLA D3 4.0 0.746 255 6.9 (G)
D4 D4
FCL D1A 1.0 0.735 26.0 7.3 FCL D1A 09 0.774 246 7.4
FCL D1B 1.1 0.735 268 7.2 FCL D1B 1.2 0774 252 7.4
6 FCL D2 1.1 0367 279 71 5.90 133.09| 11.79 14 FCL D2 16 0.387 | 247 7.2 542 138.77 || 10.84
CLA D3 33 0.735 28.0 69 (G) CLA D3 29 0.774 254 71 (G)
D4 D4
FCL D1A 0.5 0.729 29.2 7.2 FCL D1A 0.6 0.811 2741 7.5
FCL D18 0.4 0.729 293 7.2 FCL D18 0.6 0.811 275 73
7 FCL D2 08 0.364 27.0 7.2 4.02 89.65 8.05 15 FCL D2 0.7 0.405 252 7.4 3.09 66.65 6.18
CLA D3 23 0.729 293 7.0 (G) CLA D3 29 0.811 26.8 7.2 (G)
D4 D4
FCL D1A 08 0.712 28.0 7.2 FCL D1A 05 0.836 258 73
FCL D1B 08 0712 279 7.2 FCL D1B 0.9 0836 269 73
8 FCL D2 1.2 0.356 26.6 71 5.83 132.13| 11.66 16 FCL D2 1.0 0418 257 73 3.51 82.49 7.02
CLA D3 31 0.712 28.2 7.0 (G) CLA D3 24 0.836 264 7.2 (G)
D4 D4
NOTE: = ONLY use the " Nime=" column to show the Tength of ime hat he foTal naciivalion fatio was Tese e T o0,

e 5 T Certificate No.
SUBMITTED BY: | &5 wam & bn ehe2 A and Grade:  WS0012772, B Date:  October 10, 2018
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SURFACE WATER MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
Disinfection Data Page (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018

DISINFECTION PROCESS PARAMETERS

APPROVED CT STUDY PARAMETERS PERFORMANCE STANDARDS
Disinfection Zones Log Inactivations
Parameters D1A D1B D2 D3 D4 Giardia lamblia Cysts Virus
Flow Rate (MGD) 1.25 1.25 0.63 1.25
0.5 2.0
T4o (minutes) 7.90 7.90 21.00 50.40
PERFORMANCE DATA PERFORMANCE DATA
DISINFECTION PROCESS DATA DISINFECTION PROCESS DATA
c Flow Temp Giardia Virus Inact. (o Flow Temp Giardia Virus Inact.
Date § Disinfectant | (mg/L) | (MGD) | (°c) pH Log Log Ratio | Timed Date § Disinfectant | (mgiL) [ (MGD) | (°c) pH Log Log Ratio | Timed
FCL D1A 1.6 0.714 264 7.3 FCL D1A 1.5 0.750 279 7.1
FCL D18 15 0.714 257 7.3 FCL D1B 15 0.750 284 7.0
17 FCL D2 1.0 0.357 246 7.3 4.81 123.19 9.63 25 FCL D2 1.2 0.375 276 6.5 7.29 15599 | 14.59
CLA D3 2.2 0.714 257 7.2 (G) CLA D3 25 0750 28.1 72 (G)
D4 D4
FCL D1A 0.4 0.7117 26.5 7.4 FCL D1A 1.0 0.738 269 7.7
FCL D1B 04 0717 266 7.2 FCL D18 1.2 0.738 26.0 76
18 FCL D2 0.2 0.358 251 7.5 2.02 29.86 4.05 26 FCL D2 13 0.369 249 7.7 4.55 130.96 9.10
CLA D3 31 0.717 270 74 (G) CLA D3 23 0.738 26.5 75 (G)
D4 D4
FCL D1A 0.9 0.710 26.7 7.5 FCL D1A 13 0.772 26.7 7.7
FCL D18 0.8 0.710 271 73 FCL D1B 1.1 0.772 26.0 7.5
19 FCL D2 1.2 0.355 271 7.4 5.88 139.19|| 11.76 27 FCL D2 18 0.386 26.4 76 5.83 173.65| 11.66
CLA D3 39 0.7i0| 268 7.2 (G) CLA D3 30 0772| 263 76 G)
D4 D4
FCL D1A 03 0.770 282 7.3 FCL D1A 1.2 0.788 243 74
FCL D1B 0.2 0.770 284 7.3 FCL D1B 1.0 0.788 247 7.4
20 FCL D2 1.0 0.285 27.7 7.3 4.23 98.00 8.46 28 FCL D2 1.6 0.394 261 7.3 5.60 148.50 )| 11.21
CLA D3 29 0.770 285 71 (G) CLA D3 28 0.788 26.1 73 (G)
D4 D4
FCL D1A 11 0.777 288 7.3 FCL D1A 1.2 0.809 258 7.3
FCL D1B 1.0 0.777 286 7.3 FCL D1B 0.9 0.809 258 71
21 FCL D2 11 0.388 270 73 4.65 123.42 9.31 29 FCL D2 16 0.404 2586 76 498 137.26 9.97
CLA D3 15 0.777 293 7.2 (G) CLA D3 26 0.809 26.6 7.2 (G)
D4 D4
FCL D1A 04 0.809 26.2 72 FCL D1A 09 0.831 26.2 7.3
FCL D1B 0.2 0.809 258 7.3 FCL D1B 0.8 0.831 26.1 7.5
22 FCL D2 0.4 0.404 261 74 2.24 39.39 4.47 30 FCL D2 11 0.415 246 7.5 3.52 90.08 7.04
CLA D3 29 0.809 26.7 7.2 (G) CLA D3 24 0.831 25.7 7.2 (G)
D4 D4
FCL D1A 1.1 0.793 26.5 7.2 D1A
FCL D1B 1.0 0.793 268 Tl DiB
23 FCL D2 1.8 0.396 270 74 6.41 17423 | 12.81 31 D2
CLA D3 32 0.793 272 7.2 (G) D3
D4 D4
FCL D1A 0.5 0.783 268 7.5 Max 8.40 217.15] 16.80
FCL D1B 05 0.783 258 7.4 Min 2.02 29.10 4.05
24 FCL D2 0.7 0.391 259 7.4 3.14 67.05 6.28 Avg 5.28 129.09] 10.56
CLA D3 28 0.783 27.0 T2 (G) SD 1.76 50.46 3.53
D4
NOTE: = ONLY use the "Time=" column to show the length of time that the total inactivation ratio was less than 1.00.
—7"’ 5 / J Certificate No.
SUBMITTED BY: Apls s G N 2 R and Grade: wWSs0012772,B Date: October 10, 2018
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MONTHLY TOTAL ORGANIC CARBON REMOVAL REPORT (TOCMOR)
FOR SURFACE WATER OR GROUND WATER UNDER THE INFLUENCE OF SURFAGE WATER SYSTEMS

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018

Type of N Unconventional
treatment: Conventional explain:

Note: Systems are required to run one TOC Sample Set every month. Additional space is provided for those systems that do additional sampling

Monthly TOC Sample Set . Step 1 Optional data INDIVIDUAL SAMPLE
Fesi Raw Raw Treated Ac’;:?;:::g o Required % Remi?; :tati 5 Step 2 Required | Step 2 Removal COMPLIANCE
Test No. Date Alkalinity TOC TOC Removal o, Removal Ratio REMOVAL RATIO
Enter the Sample Set results calculated calculated calculated
calculated from matrix
1 a7 120 3.55 2.87 19.2 25 0.77 0.77
2
3
4
5
6
7
8
9
10
1
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
Fi
28
29
30
31
Avg 120.00 3.55 287 19.15 0.77 0.77
Max 120.00 3.55 287 19.15 0.77 0.77
Min 120.00 355 287 19.156 0.77 0.77
TOTAL ORGANIC CARBON (TOC) REMOVAL SUMMARY
TOC Summary Monthly
Compliance
Raw Water Alkalinity Raw Water TOC Treated Water TOC TOC % Removal ACC #used Ratio
120 3.55 2.87 19.2 NA 0.77
| certify that | am familiar with the information @ined in this report and that, to the best of my knowledge, the information
is true, complete, and accurate.
ggﬂ:ltfrres: ’_’7 / z= el and Gra’;: WS0012772, B Date:  October 10, 2018

.
Abmﬁ‘ the report by the 10th of the month following the reporting period to:
TEXAS COMMISSION ON ENVIRONMENTAL QUALITY
WATER SUPPLY DIVISION/PUBLIC DRINKING WATER SECTION (MC-155)
P.0. BOX 13087, AUSTIN, TEXAS 78711-3087

TCEQ - 00879 (01-01-14) TOCMOR, Page 1 - Summary

TOCMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER
UV Calculated Dose Approach Reactors

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September

Year: 2018

VALIDATED OPERATIONAL CONDITIONS

VALIDATED PARAMETERS

PERFORMANCE REQUIREMENTS

Reactor Number Crypto Log Required UV Dose
Parameters UvCcD1 uveD2 uvcD3 UVCD4 UVCD5 Inactivation (mJicm?)
Max Validated Flow Rate (MGD) 5.080 5.080 5.080 i 555
Min Validated UVT (%) 69.20 6920 69.20
PERFORMANCE DATA {5 Lo : o PERFORMANCE DATA
OPERATIONAL DATA OPERATIONAL DATA
Tota | Max |G| N | ansor | imimom || on et | onncs vl | M || SR coner| Mo | onasse | on s
Reactor P':m;')ct FI;’: GF::;E Trans. UV Dose CF ' UV Dose Prole::t. Heupr: Regctor Pr(‘;f;; k Fl?;G%’)"e Trans. UV Dose e(r;:nr UV Dose Produ.?:: H;uf:c
Sats (%} | (mem?) {myrem®) || (MG) {hr) —-— ) | (mdem?) (mJicm?) || (MG) {hr)
1] 0438 0.633 91.20 39.91 1.00 39.91 0.000 0.000 1| 0294 0.563 83.50 0.00 1.00 0.00 0.002 0.25
2| 059 0.880 91,20 29.12 1.00 29.12 0.000 2| o410 0.774 83.50 0.00 1.00 0.00 0.002
1 3 X X X X X X X 9 3 X X X X X X X
4 4
5 8
1| 0.365 0.822 86.10 23.05 1.00 23.05 0.000 0.000 1] 0.242 0.548 87.30 0.00 1.00 0.00 0.003 0.25
2| 0510 1.158 86.10 10.68 1.00 10.68 0.000 2| 0338 0.761 87.30 0.00 1.00 0.00 0.004
2 3 X X X X X X X 10 3 X X X X X X X
4 4
5 5
1] 0395 0.847 86.20 0.00 1.00 0.00 0.006 0.50 1| 0353 0.610 80.50 9.36 1.00 9.38 0.000 0.25
2| 0539 1211 86.20 0.00 1.00 0.00 0.018 2| 0481 0.801 80.50 0.00 1.00 0.00 0.001
3 3 X X X X X X X L 3 X X X X X X X
4 4
5 5
1] o388 0.788 84.50 0.00 1.00 0.00 0.001 0.25 1| 0.286 0.598 80.10 3543 1.00 35.43 0.000 0.000
2| 0541 1.135 84.50 0.00 1.00 0.00 0.001 2| 0.400 0.831 80.10 6.05 1.00 6.05 0.000
4 3 X X X X X X X 12 3 X X X X X X X
4 4
5 5
1| 0381 0.798 84.20 0.00 1.00 0.00 0.001 0.25 1| 0355 0.596 79.70 33.03 1.00 33.03 0.000 0.25
2| 0529 1.078 84.20 0.00 1.00 0.00 0.002 2| 0497 0.824 79.70 0.00 1.00 0.00 0.001
5 3 X X X X X X X 13 3 X X X X X X X
4 4
5 5
1| 0300 0.601 84.70 0.00 1.00 0.00 0.050 225 1| 0370 0.622 82.80 34.77 1.00 34.77 0.000 0.000
2| 0417 0.840 84.70 0.00 1.00 0.00 0.071 2| 0512 0.856 82.80 24.80 1.00 24.80 0.000
6 3] X X X X X X X 14 3 X X X X X X X
4 4
5 5
1| 0378 0.668 86.00 7.33 1.00 7.33 0.000 0.000 1| 0318 0.648 82.90 0.00 1.00 0.00 0.001 0.25
2| 0524 0.838 86.00 26.75 1.00 26.75 0.000 2| 0446 0.905 82.90 0.00 1.00 0.00 0.002
7 3 * X X X X X X 15 3 X X X X X X X
4 4
5 5
1| 0.249 0.568 85.90 3271 1.00 32.71 0.000 0.000 1| 0330 0.854 84.20 0.00 1.00 0.00 0.001 0.25
2| 0.590 1.500 85.90 15.42 1.00 15.42 0.000 2| 0.458 1.192 84.20 0.00 1.00 0.00 0.003
8 3 X X X X X X X 16 3 X X X X X X X
4 4
5 5
5 / T Certificate No.
SUBMITTED BY: / O M4 S GnChRl R and Grade: WS0012772, B Date: October 10, 2018

TCEQ - 20357-MGD (Rev. 07-07-17) uv, CDA

UVMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES

UV Calculated Dose Approach Reactors (cont)

OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018
TRUE
VALIDATED OPERATIONAL CONDITIONS ;
VALIDATED PARAMETERS PERFORMANCE REQUIREMENTS
Reactor Number Crypto Log Required UV Dose
Parameters uven1 UVCD2 uveD3 UvCD4 uveos Inactivation (mJiem?)
Max Validated Flow Rate (MGD) 5,080 5.080 5.080 . 55d
Min Validated UVT (%) 69.20 agﬁo 69.20
— e
_PERFORMANCE DATA PERFORMANCE DATA
OPERATIONAL DATA OPERATIONAL DATA
ow | w | i | st | o | oo o | oo | | s | o | G
Reactor P'(‘::é';t‘ F’:’:GR;;‘& Trans. | UV Dose CF UV Dose || Product. | Hours Reactor P'i;d;; k FI?: GIEa}te Trans. | UV Dose CF UV Dose || Product. | Hours
i (%) | (mdrem?) (mdiem?) || {MG) (hr) . (%) | (mem?) (myem?) f|  (mG) (hr)
1] o0.298 0649 | 83860 32.61 1.00 3261 0.000 0.25 1| 0278 0625 | 8230 0.00 1.00 0.00 0.008 0.25
2| 0.408 0910 | 8360 0.00 1.00 0.00 0.009 2| o361 0.867 82.30 0.00 1.00 0.00 0.003
17 3 X X X X X X X 25 3 X X X X X X X
4 4
5 5
1| 0308 0.568 | 83.00 18.88 1.00 18.88 0.000 0.000 1| 0.335 0.622 86.00 0.00 1.00 0.00 0.001 026
2| 0416 0.785 | 83.00 16.50 1.00 16.50 0.000 2| 0451 0.844 86.00 0.00 1.00 0.00 0.002
18 3 X X X X X X X 26 3 X X X X X X X
4 4
5 5
1] 0333 0.830 | 80.20 0.00 1.00 0.00 0.002 0.50 1] 0.280 0.629 90.20 36.10 1.00 36.10 0.000 0.000
2| 0.500 1.148 | 8020 0.00 1.00 0.00 0.005 2| 0385 0.868 | 90.20 26.19 1.00 26.19 0.000
19 3 X X X X X X X 27 3 X X X X X X X
4 4
5 5
1| 0301 0.624 83.20 31.04 1.00 31.04 0.000 0.000 1| 0.280 0645 | 9060 35.35 1.00 35.35 0.000 025
2| 0408 0.834 83.20 8.86 1.00 8.86 0.000 2| 0383 0.887 90.60 0.00 1.00 0.00 0.001
20 3 X X X X X X X 28 3 X X X X X X X
4 4
5 5
1| 0.350 0.653 82.30 16.00 1.00 16.00 0.000 0.25 1| 0.255 0916 | 87.00 27.53 1.00 27.53 0.000 0.75
2| 0476 0.858 82.30 0.00 1.00 0.00 0.001 2| 0.354 1.289 | 87.00 0.00 1.00 0.00 0.004
21 3 X X X X X X X 29 3 X X X X X X X
4 4
5 5
1| 0290 0.687 80.60 26.58 1.00 26.58 0.000 0.25 1] 0277 0.725 82.50 0.00 1.00 0.00 0.001 0.25
2| 0.401 0.933 80.60 2.06 1.00 2.06 0.008 2| o0.360 0.973 82.50 24.25 1.00 24.25 0.000
22 3 X X X X X X X 30 3 X X X X X X X
4 4
5 5
1| 0.301 0.656 87.90 33.11 1.00 33.11 0.000 0.25 1
2| 0418 0.911 87.90 0.00 1.00 0.00 0.001 2
23 3 X X X X X X X A 3
4 4
5 5
1] 0320 0.820 83.10 0.00 1.00 0.00 0.002 0.25
2| 0420 1.129 83.10 0.00 1.00 0.00 0.004
24 3 X X X X X X X
4
5
f (// Certificate No.
SUBMITTED BY: ;o meas 4 " c2 cili ; and Grade: WS0012772, B Date: October 10, 2018
TCEQ - 20357-MGD (Rev. 07-07-17) UV, CDA UVMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Calculated Dose Approach - Daily Minimum Inactivation Summary Page

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018
e e
DAILY MINIMUM INACTIVATION | DAILY MINIMUM INACTIVATION
SUMMARY DATA SUMMARY DATA SUMMARY DATA SUMMARY DATA
o aQ Q
] S : -3 ; & :
£ Inactivation Credit H Min E Min § Min
= Min Achieved @ Min Inactivation ) Min Inactivation « Min Inactivation
Q o o
§ Dose Giardia | Virus | Crypto ‘E Dose Giardia | Virus | Crypto E Dose Giardia | Virus | Crypto § Dose Giardia | Virus | Crypto
@ | Date | {micm’) | Log | Log | Log | & | pate | (mdem®) | Log | Log | Log @ | Date | (mJem®) | tog | Log | Log | & | pate | (miem | Log | Log | Log
1 29.12 4.00 0.21 1.00 9 0.00* 1.00 0.00 1.00 17 0.00* 1.00 0.00 1.00 25 0.00* 1.00 0.00 1.00
2 10.868 295 0.00 1.00 10 0.00* 1.00 0.00 1.00 18 16.50 361 0.00 1.00 26 0.00* 1.00 0.00 1.00
3 0.00* 1.00 0.00 1.00 1" 0.00* 1.00 0.00 1.00 19 0.00* 1.00 0.00 1.00 & 27 26.19 4.00 0.12 1.00
‘2 4 0.00* 1.00 0.00 1.00 g 12 6.05 247 0.00 1.00 g 20 8.86 268 0.00 1.00 2 28 0.00* 1.00 0.00 1.00
p 5 0.00* 1.00 0.00 1.00 - 13 0.00* 1.00 0.00 1.00 = 21 0.00* 1.00 0.00 1.00 - 29 0.00* 1.00 0.00 1.00
] 0.00* 1.00 0.00 1.00 14 2480 4.00 0.07 1.00 22 2.06* 1.00 0.00 1.00 30 0.00* 1.00 0.00 1.00
7 7.33 243 0.00 1.00 15 0.00* 1.00 0.00 1.00 23 0.00* 1.00 0.00 1.00 3 1.00
8 15.42 3.53 0.00 1.00 16 0.00* 1.00 0.00 1.00 24 0.00* 1.00 0.00 1.00
Tofal volume of water treated by all CDA reactors: 23.17 Raw water pumpage and total

Total volume of off-spec water produced by all CDA reactors:
Percentage of off-spec water produced by all CDA reactors:
Crypto Log-Inactivation Credit for treatment by CDA reactors:

—eeeee

SUBMITTED BY: Z & ; a 5 ;ﬂ [4 Afz :Kﬁ

TCEQ - 20357-MGD (Rev. 07-07-17)

0.22

—_—_—

0.96
1.00

—— e

production by all UV reactors differ 2 4,6, 13, 15, 29. 30
by more than 15% on these days: T T e e

Certificate No.

and Grade:

WS0012772, B Date: October 10, 2018

UV, CDA - Summary Page UVMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Sensor Calibration for Calculated Dose Reactors

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 PlantID No.: 20831 Month: September Year: _ 2018
| CALIBRATION DATA i | CALIBRATION DATA |
CDA UV Sensor C: ion Report for Calculated Dose R CDA UV Sensor Calibration Report for Calculated Dose Reactors
R D ot
Reactor | . ibration puy | DUy Ref S::zr SE"":O' cal Duty | Calculated Raactor buy | Duby Ref sﬁ:;ir 5:,; e Duty | Calculated
Number Date and Sensor Sensor | Sensor Reading Reading Ratio Sensor Sensor Number Calibration Sensor Sensor | Sensor Reading Reading Ratio RSeInsor? Seg;or
i ial # | aced
Data Serial # | Serial # (mJiem?) P Replaced? CF Date Serial Serial # (mfcm?) (mJlcm?) epl
Previous 1| e 38 68.10 67.20 1.01 NA 1.00 Previous 1
Month's 2 Month's 2.
Sensor CF Sensor CF
3 3
1.00 4 4
UVCD Mo, 1 | Clibrati 5 UVCD No. 6 ]
N Date 6 ¥ Date 6
91118 7 7
New 8 New 8
Sensor CF gl Sensor CF g
1.00 10 10
Pravious 1| a4 38 64.60 66.30 097 NA 100 Pravious 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
1.00 4 4
Calibration 5 Calibration 5
UVCD No. 2 Date = UVCD No. 7 Date A
9/1/18 7 7
New 8 New 8
Sensor CF g Sensor CF g
1.00 10 10
Previous 1 X X ND ND nd off-line Previous 1
Month's 2 Month's 2|
Sensor CF 3 Sensor CF 2
1.00 4 4
Calibration 5 Calibration 5
UVCD No. 3 Date A UVCD No. 8 Date =
9/1/18 7 7|
New 8 New 8
Sensor CF g Sensor CF 9
1.00 10 10
Previous 1 Previous 1
Month's 2 Month’s 2
Sensor CF Sensor CF
3 3
4 4
Calibration 5 Calibration 5
UVCD No. 4 Date UVCD No. 9 Date
6 6
7 7|
New 8 New 8
Sensor CF 9 Sensor CF g
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3 3
4 4
Calibration 5 Calibration 5
UVCD No. 5 Date 3 UVCD No. 10 Date A
7 7
New 8 New 8|
Sensor CF 9 Sensor CF 9
10 39
Certificate No.
SUBMITTED BY: and Grade: WSs0012772, B Date: October 10, 2018

TCEQ - 20357-MGD (Rev. 07-07-17) UV, CDA Sensors UVMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
UV Sensor Calibration for Calculated Dose Reactors (cont.)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: _ 2018
CALIBRATION DATA | i ; PR | CALIBRATION DATA
CDA UV Sensor Calibration Report for Calculated Dose Reactors CDA UV Sensor C. on Report for C: Dose R
eactol D Ref
Reactor buy | oUW Ref Se:;"’“ e il v Duty | Calculated Reactor ouy | DUty Ret SED:;'N S;“:m cal Duty | Calculated
Number Calibration | soncor ssar;l»lo; Sensor Reading Reading | Ratio Sensor Sensor Number Calibration | gongor [ SeNsor | Sensor Reading Reading | Ratio Sensor % SegFmr
Serial # i
Date erial rial (mfcm) (mdcm?) Replaced? CF Date Serial # | Serial # (mlem?) (mlem?) Replaced
Previous. 1 Previous 1
Month's 2! Month's 2
Sensor CF Sensor CF
3 3
4 4
Calibration 5 c 5
UVCD No. 11 Date . UVCD No. 18 Date A
7 7
New 8 New 8
Sensor CF 9 Sensor CF 5
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF a Sensor CF 3
4 4
Calibration 5 Calibrati 5
v 5
'CD No. 12 Dats A UVCD No. 17 Date .
7 7
New 8 New 8
Sensor CF 9 Sensor CF 9
10, 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF 3 Sensor CF 3
4 4
Calibration 5 Calibration 5
UVCD No, 13 Date > UVCD No. 18 Date A
7 7
New 8 New 8
Sensor CF 9 Sensor CF A
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF 3 Sensor CF 3
4 4
5 Calib 5
UVCD No. 14 Date 3 UVCD No. 19 Date A
7 7
New 8 New 8
Sensor CF 9 Sensor CF o
10 10
Previous 1 Previous 1
Month's 2 Month's 2
Sensor CF Sensor CF
3] 3
4 4
| 5 Calibrati 5
UVCD Ne. 15 Date 3 UVCD No. 20 Date 5
7 7
New 8 New 8
Sensor CF 9 Sensor CF g
10 10
7 Certificate No.
SUBMITTED BY: and Grade: Ws0012772,B Date: October 10, 2018

TCEQ - 20357-MGD (Rev. 07-07-17) UV, CDA Sensors - Addendum UVMOR



UV MONTHLY OPERATING REPORT

FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

UVT Analyzer Calibration
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 PlantID 20831 Month: September Year: _ 2018
NA
CALIBRATION DATA i : AFEY ] CALIBRATION DATA
Benchtop UVT Analyzer Serial Number: 00108955 Benchtop UVT Analyzer Serial Number: 00108955
uvr Calibration Oﬂ:’re onfine S‘:r::,le Difference Racalibration m’?“ vy Calibration o;:'i':]a On-line S(::pl?le Difference Racalibration Ot!!er
Analyzer Ll Date Analyzer :l;aud\lprg) Reading (% UVT) (‘:feg;r“::f] ?::::: Analyzer el Date Analyzer :E:a:{r'}‘} Reading | (% UVT) ;fa;;"::x) ‘.::::::
Number Serial # (% UVT) & Number Serial # (% UVT)
H——
1 9/1/18 78713 94.80 93.10 1.70 NA NA 1
2 9/3/18 78713 94.10 92.70 1.40 NA NA 2
UVTNe.1 | 3 9/10118 78713 | 9160 92.70 1.10 NA NA UVTNo. 11} 3
4 917118 78713 91.30 90.70 0.60 NA NA 4
5 9/24/18 78713 92.50 91.70 0.80 NA NA 5
1 1
2 2
UVT No. 2 3 UVT No. 12 a
4 4
5 5
1 1
2 2
UVT No. 3 3 UVT No. 13 3
4 4
5 5
1 1
2 2
UVT No. 4 3 UVT No. 14 3
4 4
5 5
1 1
2 2
UVT No. 5§ 3 UVT No. 15 3
4 4
5 5
1 1
2 2
UVT No. 6 3 UVT No. 16 3
4 4
5 5
1 1
2 2
UVT No. 7 3 UVT No. 17 a3
4 4
5 5
1 1
2 2
UVT No. 8 3 UVT No. 18 3
4 4
5 5
1 1
2 2
UVT No. 9 3 UVT No. 19 3
4 4
5 5
1 1
2 2
UVT No. 10 3 UVT No. 20 3
4 4
5 5

Certificate No.
SUBMITTED BY: ; Ont4S {4/’/ 2. 3({ and Grade: WS0012772, B Date: October 10, 2018

TCEQ - 20357-MGD (Rev. 07-07-17) UV, UVT Analyzer UVMOR




SURFACE WATER MONTHLY OPERATING REPORT
FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)

LT2ESWTR Summary Page
PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County Water Utili OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant ID No.: 20831 Month: September Year: 2018
TREATMENT TECHNOLOGIES
PRETREATMENT CREDITS FILTRATION TECHNOLOGY CREDITS wmﬂ_,__"_“vﬂz%h__unm DISINFECTION TECHNOLOGY. | OTHER TREATMENT
Note: Indicate| CREDITS CREDITS CREDITS
the tr
procesaes i = Presed. Two-stage Conventional Conventional Bag or Membrane | Membrane | Membrane | Enhanced | Optimized Crypto uv uv
sach traln; _w___ﬁuﬂ_ﬂﬂﬂ with Lime | Sedimentation or | Granular Media| Cartridge ._.M_M.M._»a. Filtration | Filtration | Filtration CFE IFE Chemical | Disinfect. | Disinfect. ﬂuﬂﬂqna _w:ohn_.
no_ﬂ“m:c Coagul. | Softening | Clarification Filters Filtration e (PBT) (QBT) (MBT) Perform. | Perform. | Disinfect. | (ISA) (CDA) otection emen.
Overall FALSE | FALSE FALSE TRUE TRUE FALSE FALSE FALSE FALSE FALSE TRUE FALSE | FALSE | FALSE  TRUE FALSE FALSE
Train 1 TRUE TRUE TRUE FALSE TRUE
Train 2
Train 3
Train 4
Train §
1 2.50 1.00
2 2.50 1.00
3 2,50 1.00
4 2.50 1.00
5 2.50 1.00
6 2.50 1.00
7 250 1.00
8 2.50 1.00
9 250 1.00
10 250 1.00
11 2.50 1.00
12 2.50 1.00
13 2.50 1.00
14 250 1.00
15 2,50 1.00
16 0.50 250 0.50 1.00
17 2.50 1.00
18 2,50 1.00
19 2.50 1.00
20 2.50 1.00
21 2.50 1.00
22 2.50 1.00
23 2.50 1.00
24 250 1.00
25 2.50 1.00
26 2,50 1.00
27 250 1.00
28 250 1.00
29 250 1.00
30 2.50 1.00
3
MIN 05 25 05 1.00
TCEQ - 00102D-MGD (Rev. 08-09-17) LT2 Summary - Page 1 SWMOR-Alt




SURFACE WATER MONTHLY OPERATING REPORT
FOR PUBLIC WATER SYSTEMS THAT ARE USING SURFACE WATER SOURCES
OR GROUND WATER SOURCES UNDER THE INFLUENCE OF SURFACE WATER (cont.)
LT2ESWTR Summary Page (conft)

PUBLIC WATER PLANT NAME
SYSTEM NAME: Webb County S_Ehm_. Utility OR NUMBER: Rio Bravo
PWS ID No.: 2400022 Plant D No.: 20831 Month: September Year: 2018
GIARDIA AND
CRYPTOSPORIDIUM GIARDIA INACTIVATION CREDITS VIRAL INACTIVATION CREDITS
TREATMENT CREDITS
Total Daily Credit By Train Total Daily Bin 3 & 4 Credit by Train Total Daily Inactivation Credit By Train Total Daily Inactivation Credit by Train
Overall
Train 1 TRUE £ TRUE £ TRUE £ TRUE £
Train 2 FALSE m FALSE m FALSE m FALSE m
Train 3 FALSE E FALSE E FALSE £ FALSE £
Train 4 FALSE = FALSE = FALSE = FALSE =
Train § FALSE FALSE FALSE FALSE
1 ]| 450 450 1.00 1.00 | 1240 12.40 | 217.35 217.35
2 [ 450 4.50 1.00 100 | 1135 11.35 [ 201.22 201.22
3| 450 4.50 1.00 1.00 8.48 848 [ 197.51 197.51
4 | 450 4.50 1.00 1.00 7.00 700 [ 13565 135.65
5 | 450 450 1.00 1.00 7.37 737 | 15420 154.29
6 || 450 4.50 1.00 1.00 6.90 6.90 | 133.00 133.00
7| 450 450 1.00 6.45 645 [ 8965 8965
8 | 450 450 1.00 9.36 936 [ 13213 132,13
9 | 450 450 1.00 1.00 6.81 681 | 13256 132.56
10 [ 450 4.50 1.00 1.00 6.23 623 | 127.40 127.40
1 4.50 4.50 1.00 1.00 9.34 934 | 20682 206.82
12 |[ 450 4,50 1.00 100 | 1023 1023 | 197.48 197.48
13 4,50 4.50 1.00 1.00 3.34 3.34 2910 29.10
14 || 450 4,50 1.00 1.00 9.42 942 | 13884 138.84
16 || 450 4.50 1.00 1.00 4,00 400 | e6.65 66.65
16 || 450 4,50 1.00 1.00 4.51 4.51 82.49 82.49
17 || 450 4.50 1.00 1.00 5.81 581 | 12319 123.19
18 || 450 4.50 1.00 1.00 563 563 | 2985 29.86
19 |[ 450 450 1.00 1.00 6.88 688 | 139.19 139.19
20 || 450 4.50 1.00 1.00 6.91 691 | 98.00 98.00
21 || 450 4.50 1.00 1.00 5.65 565 | 123.42 123.42
22 || 450 4,50 1.00 1.00 324 324 | 3939 39.39
23 || 450 450 1.00 1,00 7.41 7.41 | 17423 174.23
24 || 450 4.50 1.00 1.00 414 414 | 6705 67.05
26 || 450 4.50 1.00 1.00 8.29 829 | 155.09 155.99
26 || 4.50 4.50 1.00 1.00 5.55 555 | 130.96 130.96
27 4.50 4.50 1.00 1.00 9.83 9.83 173.77 173.77
28 |[ 450 4.50 1.00 1.00 6.60 6.60 | 148.50 148.50
29 |[ 450 450 1,00 1.00 5.98 598 | 137.26 137.26
30 || 450 4.50 1.00 1.00 452 452 | 9008 90.08
kil
MIN 4.50 4.50 1.00 1.00 3.24 324 | 2910 29.10
AVG 450 4.50 1.00 1.00 6.99 699 | 12910 129.10
MAX 4.50 4.50 1.00 1.00 | 1240 12.40 | 217.35 217.35

TCEQ - 00102D-MGD (Rev. 08-09-17) LT2 Summary - Page 2 SWMOR-ARt




